Abstract: At present, the common practice in the power system of China is to represent the small and medium hydropower generator group as a negative load. This paper presents a method to build a dynamic equivalent model of the hydropower generator group using a 3rd order generator model and a static characteristic load model. Based on phasor measurements in the tie line which connects to the modeled hydropower generator group, the dynamic multi-swarm particle swarm optimizer (DMS-PSO) algorithm is used to obtain parameters of the equivalent model. The proposed method is verified in the small and medium hydropower generator group of Sichuan power grid with both simulation and actual data. The results show that the dynamic responses and the transient stability are consistent before and after the equivalence. The proposed method can be used for modeling a group of small and medium hydropower generators whose structures and parameters are unknown.
Introduction
There are a large number of small and medium hydropower generators in abundant water resources areas because they are flexible, convenient and environmentally-friendly energy sources. If the region contains a lot of small and medium hydropower stations, the dynamic performance of the power system must be affected by the hydropower generator group. It is difficult to establish a detailed model because the parameters of each generating unit can barely be obtained if there is a small and medium hydropower generator group in the power system. The power flow calculation may not be converged and the dimension is too large for dynamic analysis, even if the typical parameters are used. At present, the common practice in the power system of China is to represent the small and medium hydropower generator group as a negative load, but the simulation results are not accurate. Dynamic equivalence is an accurate way to represent the characteristics of the equivalent system [1] .
At present, the dynamic equivalence methods can be divided into three categories. The first one is the coherency-based equivalent method. In [2] [3] [4] , the hydropower generator group is equivalent to a 3rd order generator and a load with a weighted average method, while a 4th order generator and a load are used as the equivalent model for the hydropower generator group in [5] . However, there are significant limitations when using the traditional coherency-based equivalent method to construct the equivalent model because the structures and parameters of the hydropower generator group must be known [6, 7] . The second one is modal-based equivalent method. However, it is not appropriate to transient stability analysis because nonlinear models are linearized and state equations are used as the equivalent model [8] [9] [10] [11] . The third one is estimation-based equivalent method, which functions only by making use of measurements. The estimation equivalent method is first proposed in paper [12] . Scholars have undertaken further study in the estimation-based equivalent method in two branches. A 16-machine test system is equivalent to using artificial neural networks in [13] [14] [15] . A 2nd order transfer function is proposed to equal the distributed network cell based on Prony analysis and nonlinear least square optimization method [16] . However, there is no physical meaning for these equivalent models. The other branch also has some disadvantages. A CEPRI 8-machine test system is equivalent to a 3rd order generator and a static characteristic load model with linearized approach during the process of calculating the equivalent model parameters so that the results are not accurate enough as a nonlinear method [17] . The eight generators are equivalent to a 3rd order generator based on PSASP (Power System Analysis Software Package) transient stability module and particle swarm optimizer (PSO) [18] , but there is not much practical significance because the internal system model must be combined. Moreover, there is little research on dynamic equivalence for the small and medium hydropower generator group based on the estimation-based equivalent method. Therefore, it is significant to research the estimation-based equivalent method based on phasor measurements while the structures and parameters of the hydropower generator group are unknown.
In this paper, a measurement-based method for system dynamic equivalence is proposed to construct the dynamic equivalent model for a small and medium hydropower generator group whose structures and parameters are unknown. The proposed equivalent model is a parallel dynamic equivalent model composed of a 3rd order electromechanical transient generator model with damping and a static characteristic load model considering voltage. Based on the tie line phasor measurements, parameters of the equivalent model are obtained by combining nonlinear 4th order Runge-Kutta method and dynamic multi-swarm particle swarm optimizer (DMS-PSO) algorithm. The proposed method is verified in the small and medium hydropower generator group of Sichuan power grid with both simulation and actual data.
The rest of this paper is organized as follows. The equivalent model for the small and medium hydropower generator group is introduced in Section 2. In Section 3, methodology of the proposed equivalence is presented. The proposed equivalent model is validated by the case study in the Sichuan power grid with both simulation and actual data being presented in Section 4. Section 5 concludes this paper.
Equivalent Model for the Hydropower Generator Group
The small and medium hydropower generator group is always connected to the internal system through a tie line, and the electrical distance of each hydropower generator in the equivalent area is relatively close. Therefore, the hydropower generator group can be considered coherent when disturbances occur within the internal system [19] . Based on the above characteristics, the dynamic equivalent model is shown in Figure 1 , which is in the form of a single generator and a parallel single load.
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Equivalent Generator Model
The 2nd order generator model for system equivalence cannot accurately represent the dynamic behaviors of the original system since the 2nd order generator model does not consider the field winding and damping winding. The performances of different dynamic equivalent models are analyzed in [20] , and the results show that the 3rd order generator model is good enough for accurate equivalence since the optimization time greatly increased with the 5th order generator model without improving accuracy significantly. In this paper, the 3rd order generator model is used by considering field windings and damping windings, and the proportional feedback model is used in an excitation system while the constant torque model is used in the speed control system. The equations of the generator model are:
where T j is the inertia time constant; P m is the mechanical power; E 1 is the electromotive force after 
Equivalent Load Model
Due to less influence to the system dynamic characteristics by the equivalent load, the static load model considering voltage is taken as the equivalent load model. The identifiability of a 3rd order generator and a static load is proved by the theory in [19] . The load model equations are:
where P s is the load active power; P s0 is the initial load active power; N p is the index of voltage characteristics on active power; Q s is the load reactive power; Q s0 is the initial load reactive power; N q is the index of voltage characteristics on reactive power. From the foregoing analysis, the power equations in tie line can be described as follows:
where P l is the active power in tie line; Q l is the reactive power in tie line; P e is the generator active power; Q e is the generator reactive power.
Methodology of the Proposed Equivalence

Frame of the Equivalence Method
Synchronized phasor measurement technology has been widely used in the power system dynamic monitoring [21] [22] [23] . Equivalent model parameters are obtained by making use of dynamic information in the tie line during the disturbance based on the parameter estimation. In this paper, the measurements of voltage, frequency, active power and reactive power in the tie line are extracted as 
The overall framework is shown in Figure 2 . The processes are as follows: firstly, initialize a suspicious parameter α; secondly, take the voltage and frequency responses in the tie line as inputs; thirdly, solve the equations of equivalent model and get active and reactive power; then compare measured and calculated values of the active and reactive power and the error e is generated; finally compare the error with the set threshold, namely if the error is greater, update parameter α by the optimization algorithm and repeat the process; otherwise, output α as the equivalent model parameters.
The electrical power outputs are calculated with the following equations:
The error is calculated with the Euclidean distance formula:
where N is the total number of sampling sites; Pl is the measured value of active power; P ′ l is the calculated value of active power; Ql is the measured value of reactive power; Q ′ l is the calculated value of reactive power. In order to obtain the electrical power outputs, the δ and E ′ from different times have to be calculated. The two most classic numerical methods are the improved Euler method and Runge-Kutta method [24] . The 4th order Runge-Kutta method is used widely when solving ordinary differential equations because of its briefness and accuracy [25] [26] [27] . In this paper, the 4th order Runge-Kutta method is used to solve generator dynamic equations and the state variables of time k + 1 moment such as ω, δ, E ′ can be calculated by time k moment. The initial value of state variables can be determined by the steady-state phasor diagram. The power outputs in the tie line are obtained with the certain equivalent model parameters based on Equations (1)- (4) . The frame is shown in Figure 3 . The processes are as follows: firstly, initialize a suspicious parameter α; secondly, take the voltage and frequency responses in the tie line as inputs; thirdly, solve the equations of equivalent model and get active and reactive power; then compare measured and calculated values of the active and reactive power and the error e is generated; finally compare the error with the set threshold, namely if the error is greater, update parameter α by the optimization algorithm and repeat the process; otherwise, output α as the equivalent model parameters.
where N is the total number of sampling sites; P l is the measured value of active power; P 1 l is the calculated value of active power; Q l is the measured value of reactive power; Q 1 l is the calculated value of reactive power.
In order to obtain the electrical power outputs, the δ and E 1 from different times have to be calculated. The two most classic numerical methods are the improved Euler method and Runge-Kutta method [24] . The 4th order Runge-Kutta method is used widely when solving ordinary differential equations because of its briefness and accuracy [25] [26] [27] . In this paper, the 4th order Runge-Kutta method is used to solve generator dynamic equations and the state variables of time k + 1 moment such as ω, δ, E 1 can be calculated by time k moment. The initial value of state variables can be determined by the steady-state phasor diagram. The power outputs in the tie line are obtained with the certain equivalent model parameters based on Equations (1)- (4). The frame is shown in Figure 3 . 
Dynamic Multi-Swarm Particle Swarm Optimizer Algorithm
The PSO algorithm is widely used in the optimization of power system because of its good global convergence, easy operation, high efficiency and few parameter settings [28] [29] [30] . In this paper, equivalent model parameters are identified by the DMS-PSO algorithm [31] .
The optimal solution is found by initializing a group of random particles, iterating them repeatedly with the basic method of PSO. In each iteration process, the particles are updated by tracking two "extremes": one is the optimal solution found by an individual (personal best, that is pbest), and the other is the optimal solution found by the entire group (group best, that is gbest). Each particle updates its velocity and position respectively according to the following equations.
where vn is the velocity vector of the particle on n-th iteration; w is the weight factor; c1,2 is the learning factor; rand is a random number between 0 and 1.
In order to achieve better results, the following three improvements are used based on the basic PSO algorithm.
The first strategy is DMS-PSO in order to slow down convergence speed and to increase diversity to enhance the global search capabilities. The effect is better on complex problems when PSO with small neighborhoods is used according to many reported researches of PSO. Therefore, in DMS-PSO, the population is divided into small sized swarms. Each particle seeks for better solution in the search space in each small sized swarm. After every R iterations, the population will be regrouped randomly and then the search will be started in the new swarms [32] . The second strategy is particle non-uniform mutation for the sake of improving self-help capabilities when the particles get into a local optimum. When the stable frequency of the value of gbest objective function reaches a certain threshold, current vector is randomly generated so that the particles have a chance to escape from the local optimum and search for the global optimum. The mutation equations are:
where x ′ nj is the mutated xnj; l is the random number of 0 or 1; xnj is the j-dimensional component of the n-th particle; Uj is the upper limit of xij; Lj is the lower limit of xij; b is the random number of 0-1.
The third strategy is decreasing the inertia weight linearly for balancing the local search and global search capabilities. It is conducive to a global search in the earlier stage when w is larger while being conducive to local development in the later stage when w is smaller. The formula is: 
where v n is the velocity vector of the particle on n-th iteration; w is the weight factor; c 1,2 is the learning factor; rand is a random number between 0 and 1. In order to achieve better results, the following three improvements are used based on the basic PSO algorithm.
where x 1 nj is the mutated x nj ; l is the random number of 0 or 1; x nj is the j-dimensional component of the n-th particle; U j is the upper limit of x ij ; L j is the lower limit of x ij ; b is the random number of 0-1. The third strategy is decreasing the inertia weight linearly for balancing the local search and global search capabilities. It is conducive to a global search in the earlier stage when w is larger while being conducive to local development in the later stage when w is smaller. The formula is:
w " w max´p w max´wmin qn n max (8) where w max is the upper limit of inertia weight which is set to 0.9; w min is the lower limit of inertia weight which is set to 0.4; n is the current iteration number; n max is the maximum number of iterations. The process of solving the dynamic equivalent model parameters based on the above-mentioned method with DMS-PSO is shown in Figure 4 . 
where wmax is the upper limit of inertia weight which is set to 0.9; wmin is the lower limit of inertia weight which is set to 0.4; n is the current iteration number; nmax is the maximum number of iterations. The process of solving the dynamic equivalent model parameters based on the above-mentioned method with DMS-PSO is shown in Figure 4 . 
Case Study
Sensitivity Analysis of Equivalent Model Parameters
Each parameter of the equivalent model has an impact on the result of the equivalent model. The sensitivity evaluation formula of each parameter is: Specific steps: (1) Input measurements, namely, V, ω f , P l and Q l in the tie line; (2) Initialize the parameters of each particle, swarm and iteration number; (3) Work out the outputs based on Equations (1)-(4); (4) Calculate the objective function and confirm the initial value of pbest and gbest; (5) Update iterations and velocity and position of the particle; (6) Update iterations; (7) Work out the outputs based on Equations (1)-(4); (8) Calculate the objective function and then update pbest and gbest; (9) Determine whether n max /R is integer or not. If the answer is Yes, regroup the population randomly, otherwise go on; (10) Determine whether the terminal condition is satisfied or not. If the answer is Yes, stop calculating and output gbest, otherwise determine whether mutate or not. If the answer is Yes, generate velocity and position randomly and then return to (6) , otherwise return to (5) 
Case Study
Sensitivity Analysis of Equivalent Model Parameters
Each parameter of the equivalent model has an impact on the result of the equivalent model. The sensitivity evaluation formula of each parameter is:
where H is the residual error of power responses with the parameters; X j is the j-th parameter; R sensitivity_j is the sensitivity of the j-th parameter.
The formula of the residual error of power responses is:
where P(X j , k) is the active power with changed X j at k moment; P(X 0 , k) is the active power with basic X 0 at k moment; P(X 0 , 1) is the active power with basic X 0 parameter at the initial time; Q(X j , k) is the reactive power with changed X j at k moment; Q(X 0 , k) is the reactive power with basic X 0 at k moment; Q(X 0 , 1) is the reactive power with basic X 0 at initial time.
In order to make the sensitivity of each parameter comparable, the range of the parameters change from 80% to 120% based on the basic value. The basic values which are obtained from a real group in a power system are shown in Table 1 in Section 4.2; these are actual values. The results of sensitivities are shown in Figure 5 . The slope of each curve in Figure 5 is the parameter sensitivity.
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Identifiability Verification
The parameters of the generator and the load are identified in an infinite system when the above method is applied. The contrast of identified value and actual value are shown in Table 1 while the curves of output between identified value and actual value are shown in Figure 6 . A three-phase short circuit occurred in 1 s in a transmission line and the disturbance disappeared in 1.1 s. 
The parameters of the generator and the load are identified in an infinite system when the above method is applied. The contrast of identified value and actual value are shown in Table 1 while the curves of output between identified value and actual value are shown in Figure 6 . A three-phase short circuit occurred in 1 s in a transmission line and the disturbance disappeared in 1.1 s. (a) (b) Figure 6 . (a) Active power curves based on identified parameters and actual parameters; (b) reactive power curves based on identified parameters and actual parameters. Table 1 shows that the main parameters in the identified and actual models such as Tj, x ′ d, Ps0 are very close. Certain parameters deviate from the actual values because these parameters have less influence on the dynamic characteristic and the simplified excitation model is introduced. Besides, the accuracy of the dynamic process is not affected because this method focuses on global optimization. As shown in Figure 6 , the identified and the actual response curves have high fitting degree and the error is very small.
Considering noise is included in measurements in the actual power system, Gaussian noise with 50 dB signal-to-noise ratio (SNR) is added to the inputs when the same experiment is done. The comparison of values and curves are shown in Table 2 and Figure 7 . Table 1 shows that the main parameters in the identified and actual models such as T j , x 1 d , P s0 are very close. Certain parameters deviate from the actual values because these parameters have less influence on the dynamic characteristic and the simplified excitation model is introduced. Besides, the accuracy of the dynamic process is not affected because this method focuses on global optimization. As shown in Figure 6 , the identified and the actual response curves have high fitting degree and the error is very small.
Considering noise is included in measurements in the actual power system, Gaussian noise with 50 dB signal-to-noise ratio (SNR) is added to the inputs when the same experiment is done. The comparison of values and curves are shown in Table 2 and Figure 7 . Table 1 shows that the main parameters in the identified and actual models such as Tj, x ′ d, Ps0 are very close. Certain parameters deviate from the actual values because these parameters have less influence on the dynamic characteristic and the simplified excitation model is introduced. Besides, the accuracy of the dynamic process is not affected because this method focuses on global optimization. As shown in Figure 6 , the identified and the actual response curves have high fitting degree and the error is very small.
Considering noise is included in measurements in the actual power system, Gaussian noise with 50 dB signal-to-noise ratio (SNR) is added to the inputs when the same experiment is done. The comparison of values and curves are shown in Table 2 and Figure 7 . It shows that the main parameters identification of T j , x 1 d , P s0 are still relatively accurate in Table 2 , and the trends of response curves are consistent in Figure 7 . Therefore, it can be said that the DMS-PSO algorithm used for parameter identification is completely feasible when the noise of input measurements is not big. It can filter out the noise at first and then identify the parameters based on the proposed method when the noise is big.
Equivalence with Simulation Data
Because it is a hydroelectric energy rich region, the hydropower capacity account for more than 60% of the total installed capacity in Sichuan. It is distributed in nearly 10 hydropower stations, a total of 23 hydroelectric generating units with a total capacity of 1578 MW in a certain area in Sichuan. The 5th order electromechanical transient generator and ZIP load models are represented in this area. Take the 500 kV hydropower channels in the area as an example. The proposed method in this paper is used to construct a dynamic equivalent model for the hydropower generator group. Parameters of equivalent model are shown in Table 3 . The dynamic response characteristics curves in the tie line of equivalent model and the negative load model are compared with the actual dynamic response characteristics for the hydropower generator group in Figure 8 . Negative load is expressed as a constant impedance model which is commonly used in engineering. Moreover, the three phase short circuit occurred in 1 s in a 500 kV Shimian-Ya'an transmission line and broke this line in 1.1 s. The meaning of "before equivalence" indicates measurements obtained from the original system.
Energies 2016, 9, 362 It shows that the main parameters identification of Tj, x′d, Ps0 are still relatively accurate in Table 2 , and the trends of response curves are consistent in Figure 7 . Therefore, it can be said that the DMS-PSO algorithm used for parameter identification is completely feasible when the noise of input measurements is not big. It can filter out the noise at first and then identify the parameters based on the proposed method when the noise is big.
Because it is a hydroelectric energy rich region, the hydropower capacity account for more than 60% of the total installed capacity in Sichuan. It is distributed in nearly 10 hydropower stations, a total of 23 hydroelectric generating units with a total capacity of 1578 MW in a certain area in Sichuan. The 5th order electromechanical transient generator and ZIP load models are represented in this area. Take the 500 kV hydropower channels in the area as an example. The proposed method in this paper is used to construct a dynamic equivalent model for the hydropower generator group. Parameters of equivalent model are shown in Table 3 . The dynamic response characteristics curves in the tie line of equivalent model and the negative load model are compared with the actual dynamic response characteristics for the hydropower generator group in Figure 8 . Negative load is expressed as a constant impedance model which is commonly used in engineering. Moreover, the three phase short circuit occurred in 1 s in a 500 kV Shimian-Ya'an transmission line and broke this line in 1.1 s. The meaning of "before equivalence" indicates measurements obtained from the original system. As can be seen from Figure 8 , the dynamic response characteristics cannot be described accurately when the hydropower generator group is represented as a negative load. This is determined by the essential differences between generator and load models. On the other hand, the trends of dynamic responses are consistent before and after the equivalence, and the fitting rate is higher than the equivalence as a negative load.
The simple map representing the positions which are mentioned in this paper is shown in Figure As can be seen from Figure 8 , the dynamic response characteristics cannot be described accurately when the hydropower generator group is represented as a negative load. This is determined by the essential differences between generator and load models. On the other hand, the trends of dynamic responses are consistent before and after the equivalence, and the fitting rate is higher than the equivalence as a negative load.
The simple map representing the positions which are mentioned in this paper is shown in Figure 9 . The partial results of power flow in internal system before and after equivalence are listed in Table 4 . It is shown that relative errors are within 0.3% and the system after equivalence can reflect the steady state operation. Energies 2016, 9, 362 Figure 9 . The simple map. The dynamic response characteristics curves on the interface between Huangyan in Sichuan and Wanxian in Chongqing before and after the equivalence are compared in Figure 10 . As we can see from the figure, the transient response curves are similar and the system after equivalence can be used for transient stability analysis. The dynamic response characteristics curves on the interface between Huangyan in Sichuan and Wanxian in Chongqing before and after the equivalence are compared in Figure 10 . As we can see from the figure, the transient response curves are similar and the system after equivalence can be used for transient stability analysis.
In order to verify the quality of the model reduction and parameter identification, the comparisons are done in before and after equivalence systems under other five faults, respectively. The fault descriptions and relative errors in the tie line are shown in Table 5 . The dynamic response characteristics curves on the interface between Huangyan in Sichuan and Wanxian in Chongqing before and after the equivalence are compared in Figure 10 . As we can see from the figure, the transient response curves are similar and the system after equivalence can be used for transient stability analysis. In order to verify the quality of the model reduction and parameter identification, the comparisons are done in before and after equivalence systems under other five faults, respectively. The fault descriptions and relative errors in the tie line are shown in Table 5 . As can be seen from Table 5 , the maximum relative error is under No. 1 fault. Under No. 1 fault, for example, the dynamic responses characteristics curves in tie line and interface between Huangyan and Wanxian before and after equivalence are compared in Figures 11 and 12 . The oscillation frequency, amplitude and the shape of the curve trend are consistent according to Figures 11 and 12. As can be seen in this section, the equivalent system keeps the dynamic characteristic of the original system and the effect of dynamic equivalence is good. The constructed model based on the proposed method can be applicable to a variety of situations and it keeps a certain robustness. As can be seen from Table 5 , the maximum relative error is under No.1 fault. Under No.1 fault, for example, the dynamic responses characteristics curves in tie line and interface between Huangyan and Wanxian before and after equivalence are compared in Figures 11 and 12 . The oscillation frequency, amplitude and the shape of the curve trend are consistent according to Figures 11 and 12. As can be seen in this section, the equivalent system keeps the dynamic characteristic of the original system and the effect of dynamic equivalence is good. The constructed model based on the proposed method can be applicable to a variety of situations and it keeps a certain robustness. 
Equivalence with PMU Data
A small and medium hydropower generator group is connected to the grid through 220 kV and lower voltage substation, and connected to the main power grid by 500 kV substation. A disturbance occurred at 2:16:59 on October 1, 2015 in the 500 kV transmission line of Jiulong-Shimian in the Sichuan power grid. The fault waves from the 220 kV transmission line of Shaping-Jiulong were recorded by PMU. Based on the measurements and the equivalent method, the equivalent model of small and medium hydropower generator group in 220 kV Shaping area is constructed. The parameters of the model are shown in Table 6 while the transient response curves are shown in Figure 13 . 
A small and medium hydropower generator group is connected to the grid through 220 kV and lower voltage substation, and connected to the main power grid by 500 kV substation. A disturbance occurred at 2:16:59 on October 1, 2015 in the 500 kV transmission line of Jiulong-Shimian in the Sichuan power grid. The fault waves from the 220 kV transmission line of Shaping-Jiulong were recorded by PMU. Based on the measurements and the equivalent method, the equivalent model of small and medium hydropower generator group in 220 kV Shaping area is constructed. The parameters of the model are shown in Table 6 while the transient response curves are shown in Figure 13 . The Figure 13 shows that the transient response curves have a good fitting. The small and medium hydropower generator group can be equivalent as a 3rd order electromechanical transient generator model with damping and a static characteristic load model considering voltage in a realworld situation.
In summary, the proposed equivalent method based on DMS-PSO is a good method to identify the parameters of the dynamic equivalent model of the hydropower generator group. It is not only fast and simple, but also accurate and practical. When a disturbance occurs, the dynamic equivalent model can be obtained, and this only relies on the phasor measurements. The proposed method has practical values for power system simulation.
Conclusions
In this paper, a measurement-based dynamic equivalent model and parameters identification method are proposed and verified for small and medium hydropower generator group. The optimal equivalent model parameters are obtained by combining the nonlinear 4th order Runge-Kutta The Figure 13 shows that the transient response curves have a good fitting. The small and medium hydropower generator group can be equivalent as a 3rd order electromechanical transient generator model with damping and a static characteristic load model considering voltage in a real-world situation.
In summary, the proposed equivalent method based on DMS-PSO is a good method to identify the parameters of the dynamic equivalent model of the hydropower generator group. It is not only fast and simple, but also accurate and practical. When a disturbance occurs, the dynamic equivalent Energies 2016, 9, 362 13 of 14 model can be obtained, and this only relies on the phasor measurements. The proposed method has practical values for power system simulation.
In this paper, a measurement-based dynamic equivalent model and parameters identification method are proposed and verified for small and medium hydropower generator group. The optimal equivalent model parameters are obtained by combining the nonlinear 4th order Runge-Kutta method and DMS-PSO algorithm. The proposed method is verified respectively with the simulation and actual data. The dynamic responses with identified equivalent models are consistent with the actual dynamic responses, which demonstrate that the equivalent model can be used in the transient stability analysis. Besides, the proposed measurement-based equivalent model is more accurate and practical by modeling the small and medium hydropower generator group with the 3rd order generator model and a static load model than modeling it as a negative load. In the future, online application of the proposed approach will be studied in the actual power system.
